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AHU
ARCH
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VIATIONS

A
ACCESS DOOR

ABOVE FINISHED FLOOR
AIR HANDLING UNIT
ARCHITECTURAL

BACK DRAFT DAMPER
BASEBOARD HEATER
BRAKE HORSEPOWER
BUILDING

BOTTOM
BRITISH THERMAL UNIT PER HOUR

CYCLE

CEILING DIFFUSER

CUBIC FEET PER MINUTE
DOWN

DRAWING

EXHAUST AIR

ENTERING AIR TEMPERATURE
EXHAUST FAN

ENTERING DRY BULB TEMPERATURE
EXHAUST REGISTER

ELECTRIC WALL HEATER

EXHAUST

EXISTING

FULL LOAD AMPS

FLEXIBLE

FEET PER MINUTE

DEGREES FAHRENHEIT
FLOOR

FEET

HORSEPOWER

HOUR

HORIZONTAL

INCHES

KILOWATT
LEAVING AIR TEMPERATURE

LEAVING DRY BULB TEMPERATURE
LOCKED ROTOR AMPS

MINIMUM
MIXED AIR TEMPERATURE

MAXIMUM
ONE THOUSAND BTUH

MOTORIZED DAMPER

MEDIUM PRESSURE STATION
MOUNTED

NOT IN CONTRACT

NET POSITIVE SUCTION HEAD
NOISE CRITERIA

OUTSIDE AIR
OUTSIDE AIR INTAKE

PHASE

PRESSURE DROP

POUNDS PER SQUARE INCH (GAGE)
RETURN AIR

RETURN AIR FAN

REQUIRED

RELIEF AIR

RELATIVE HUMIDITY

RATED LOAD AMPS

REVOLUTIONS PER MINUTE

RETURN REGISTER

SUPPLY AIR

STATIC PRESSURE

SUPPLY REGISTER

TOTAL STATIC PRESSURE (IN. W.G.)
THERMOSTAT

TYPICAL

VOLUME DAMPER, MANUAL
VARIABLE VOLUME DIFFUSER

WITH

CONDENSATE DRAIN

LEGEND

D
@

SMOKE DETECTOR

THERMOSTAT, TEMPERATURE SENSOR

CARBON DIOXIDE SENSOR

CARBON MONOXIDE SENSOR
DUCT WITH BOTTOM REGISTER

NEW DUCT WITH MANUAL VOLUME DAMPER

NEW DUCTWORK

“ NEW PIPING
PIPE GOING DOWN, PIPE GOING UP

CONDENSATE DRAIN PIPE

NEW EQUIPMENT

DUCT WITH MANUAL VOLUME DAMPER

RETURN AIR DEVICE

CEILING DIFFUSER W/ DESIGN AIR QUANTITY
CEILING DIFFUSER W/ BLANK OFF SECTION

LINEAR DIFFUSER W/ DESIGN AIR QUANTITY

BACKFLOW CHECK VALVE

O PIPE GOING DOWN, PIPE GOING UP

HEATING WATER SUPPLY PIPE

HEATING WATER RETURN PIPE

CHILLED WATER SUPPLY PIPE

CHILLED WATER RETURN PIPE

CONDENSATE DRAIN PIPE

GENERAL NOTES

1.

8.

9.

10.

11.

12.

13.

ALL MEASUREMENTS TAKEN IN THE FIELD SHALL SUPERSEDE MEASUREMENTS
SCALED-OFF THE CONTRACT DRAWINGS.

WHEREVER THE WORD ”PROVIDE” IS USED, IT MEANS “FURNISH AND INSTALL”.

ALL EQUIPMENT SHALL BE INSTALLED ACCORDING TO THE MANUFACTURER’S
RECOMMENDATIONS. ANY CONFLICTS BETWEEN MANUFACTURER’S RECOMMENDATIONS
AND THE CONTRACT DRAWINGS SHALL BE BROUGHT TO THE ATTENTION OF THE
ARCHITECT/ ENGINEER PRIOR TO INSTALLATION.

ALL WORK SHALL BE ACCOMPLISHED IN ACCORDANCE WITH CODES AND
RECOMMENDATIONS OF 2000 IMC , NFPA, SMACNA, NEC, AND REQUIREMENTS
OF THE LOCAL JURISDICTION.

ALL WORK UNDER THIS DISCIPLINE SHALL BE COORDINATED WITH THE WORK OF
OTHER DISCIPLINES.

MECHANICAL CONTRACTOR SHALL PROVIDE FOR ALL CUTTING, PATCHING, AND
CLEANING NOT PROVIDED IN OTHER SECTIONS OF THE PLANS AND SPECIFICATIONS,
BUT NECESSARY FOR THE INSTALLATION OF DUCTWORK, PIPING AND EQUIPMENT.

ALL DUCT DIMENSIONS SHOWN ON PLANS ARE CLEAR INSIDE DIMENSIONS.
INSTALL DUCTWORK IN ACCORDANCE WITH SMACNA STANDARDS

COORDINATE FINAL ROUTING OF ALL DUCTS AND PIPES WITH STRUCTURAL
MEMBERS AND OTHER OBSTRUCTIONS.

COORDINATE THE FINAL LOCATION OF ALL DIFFUSERS, GRILLES AND REGISTERS
WITH LIGHTING FIXTURES, SPRINKLER HEADS, SMOKE DETECTORS, STRUCTURAL
MEMBERS AND OTHER OBSTRUCTIONS.

DUCT SIZE SHALL BE SAME AS NECK SIZE OF CONNECTED DIFFUSER,
REGISTER, OR GRILLE UNLESS NOTED OTHERWISE ON DRAWINGS.

TO ACHIEVE SYSTEM AIR BALANCING CONTRACTOR SHALL PROVIDE VOLUME DAMPERS
TO ALL DUCTS TAKE OFF AND BRANCHES FROM THE MAIN DUCTS EVEN IF IT IS NOT
SHOWING ON THE DRAWINGS.

MECHANICAL CONTRACTOR SHALL PROVIDE FIRE DAMPER TO ALL REQUIRE FIRE RATED
PARTITIONS EVEN IF IT IS NOT SHOWING ON THE DRAWINGS.

MECHANICAL CONTRACTOR SHALL PROVIDE SOUND LINER TO ALL MAIN DUCTS.

DRAWING LIST

DM-1.01 LOWER LEVEL PLAN DEMOLITION MECHANICAL

DM-1.02 FIRST LEVEL PLAN DEMOLITION MECHANICAL

DM-1.03 MEZZANINE LEVEL DEMOLITION MECHANICAL
DM-1.04  THIRD LEVEL PLAN DEMOLITION MECHANICAL

M-0.01 SYMBOL LIST AND ABBREVATIONS
M-1.01 LOWER LEVEL PLAN MECHANICAL

M-1.02 FIRST LEVEL PLAN MECHANICAL

M—-1.03 SECOND LEVEL PLAN MECHANICAL
M-1.04 THIRD LEVEL PLAN MECHANICAL
M-1.05 ROOF PLAN MECHANICAL

M-2.01 SCHEDULE MECHANICAL
M-2.02 SCHEDULE MECHANICAL
M-2.03 SCHEDULE MECHANICAL

M—-2.04 CONTROL DIAGRAM MECHANICAL

M-2.05 CONTROL DIAGRAM MECHANICAL
M-3.01 DETAILS MECHANICAL

M-3.02 DETAILS MECHANICAL
M—4.01 PLAN & SECTION MECHANICAL

MP-1.01 LOWER LEVEL PLAN MECHANICAL
MP-1.02 FIRST LEVEL PLAN MECHANICAL

MP-1.03  SECOND LEVEL PLAN MECHANICAL

MP-1.04  THIRD LEVEL PLAN MECHANICAL
MP-1.05 RISER DIAGRAM MECHANICAL
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